April 9, 2019

To:
JD Kehrman, City Manger / Nevada, Mo.
From: Dan Scherer, Alliance Water Resources Local Manager
RE:

Emergency Repair Pump Station #2 (Highland Area) #1 Pump

Last Wednesday (4/3/19) the number one pump at Pump Station #2 tripped out on a mechanical seal failure.
This seal keeps sewage from entering the pump and causing a catostrophic failure of the electrical portion of the
pump. This failed pump is one of three at the #2 pump station site leaving the site with only two pumps in
operation. The #2 pump station receives a large amount of Inflow and Infiltration during rain events and needs
to be in peak opeating condition at all times. If another pump were to fail, the station will not be able to keep
up with flows during these rain event flows, causing possible SSO’s within the sanitary sewer collection system.
All three pumps at this site are 45 hp and have near the same amount of run time on them.
In the 2019 sewer budget, funds were approved in the amount of $15,000.00 to rebuild one of the pumps at the
#2 pump station site. We had planned on scheduling this repair during a low flow period of the year, but we
were not so lucky to make it to that point.
We have recieved a quote of $9,505.38 from Independent Electric in Springfield for the repair of the pump,
please note that this is only an estimate and the cost could be higher once the pump is tore down and
inspected.
Based on the flow that this site receives, the age of the other two pumps, and the improtance of keeping flow
within our collection system. I am requesting your approval for an “Emergency Repair” of the failed pump.
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